DCPS ECE Sink and DCPS Requested Sink Filtration

HEARST ES LEAD WATER TEST RESULTS

Initial Filter Test After Installation
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o ) - . . . Final Result - 1st Final Result - 2nd
Building Location: Building Name | RECORD ID | Date Analyzed | Floor Device Type Device Location 1st Draw - Sample ID 2nd Draw - Sample ID
Draw (ppb) Draw (ppb)
1 |HEARST ELEMENTARY SCHOOL WS- 004793 12/11/2016 2 Combo Faucet In classroom 261 FT-122016-004793-A <1 FT-122016-004793-B <1
2 [HEARST ELEMENTARY SCHOOL WS- 004781 12/11/2016 2 Combo Faucet In classroom 219 Right | FT-122016-004781-A <1 FT-122016-004781-B <1
3 [HEARST ELEMENTARY SCHOOL WS- 004797 12/11/2016 2 Combo Faucet In classroom 265 Left FT-122016-004797-A <1 FT-122016-004797-B <1
4 |HEARST ELEMENTARY SCHOOL WS- 004789 12/11/2016 2 Combo Faucet In classroom 260 FT-122016-004789-A <1 FT-122016-004789-B <1
5 [HEARST ELEMENTARY SCHOOL WS- 004787 12/11/2016 2 Combo Faucet In classroom 218 FT-122016-004787-A <1 FT-122016-004787-B <1
6 |HEARST ELEMENTARY SCHOOL WS- 004795 12/11/2016 2 Combo Faucet In classroom 264 FT-122016-004795-A <1 FT-122016-004795-B <1
7 |HEARST ELEMENTARY SCHOOL WS- 004785 12/11/2016 2 Combo Faucet In classroom 214 Right | FT-122016-004785-A <1 FT-122016-004785-B <1
8 [HEARST ELEMENTARY SCHOOL WS- 004783 12/11/2016 2 Combo Faucet In classroom 210 FT-122016-004783-A <1 FT-122016-004783-B <1
9 |HEARST ELEMENTARY SCHOOL WS- 004748 12/11/2016 1 Combo Faucet In classroom 110 FT-122016-004748-A <1 FT-122016-004748-B <1
10(HEARST ELEMENTARY SCHOOL WS- 004752 12/11/2016 1 Combo Faucet In classroom 118 FT-122016-004752-A <1 FT-122016-004752-B <1
11(HEARST ELEMENTARY SCHOOL WS- 004750 12/11/2016 1 Combo Faucet In classroom 114 FT-122016-004750-A <1 FT-122016-004750-B <1
12 [HEARST ELEMENTARY SCHOOL WS- 004769 12/11/2016 1 Combo Faucet In classroom 160 Left FT-122016-004769-A <1 FT-122016-004769-B <1
13|HEARST ELEMENTARY SCHOOL WS- 004746 12/11/2016 1 Combo Faucet In classroom 122 FT-122016-004746-A <1 FT-122016-004746-B <1
14 (HEARST ELEMENTARY SCHOOL WS- 004755 12/11/2016 1 Classroom Faucet [In art room 173 Right | FT-122016-004755-A <1 FT-122016-004755-B <1
15(HEARST ELEMENTARY SCHOOL WS- 004756 12/11/2016 1 Classroom Faucet |In parent resource room 169 FT-122016-004756-A <1 FT-122016-004756-B <1
16|HEARST ELEMENTARY SCHOOL WS- 004765 12/11/2016 1 Combo Faucet In classroom 164 Left FT-122016-004765-A <1 FT-122016-004765-B <1
17 [HEARST ELEMENTARY SCHOOL WS- 004761 12/11/2016 1 Combo Faucet In classroom 166 FT-122016-004761-A <1 FT-122016-004761-B <1
18|HEARST ELEMENTARY SCHOOL WS- 004763 12/11/2016 1 Combo Faucet In classroom 165 FT-122016-004763-A <1 FT-122016-004763-B <1
19|HEARST ELEMENTARY SCHOOL WS- 004767 12/11/2016 1 Combo Faucet In classroom 161 FT-122016-004767-A <1 FT-122016-004767-B <1
20|HEARST ELEMENTARY SCHOOL WS- 004759 12/11/2016 1 Combo Faucet In classroom 167 Left FT-122016-004759-A <1 FT-122016-004759-B <1
21|HEARST ELEMENTARY SCHOOL WS- 004754 12/11/2016 1 Classroom Faucet [In art room 173 Left FT-122016-004754-A <1 FT-122016-004754-B <1
22|HEARST ELEMENTARY SCHOOL WS- 004799 12/11/2016 2 Break Room In teacher work room 285 FT-112016-004799-A <1 FT-112016-004799-B <1
23|HEARST ELEMENTARY SCHOOL WS- 004779 12/11/2016 2 Break Room In teacher work room 221 FT-112016-004779-A <1 FT-112016-004779-B <1
Note :

Filter re-tests are only performed to devices that have sampling results greater than 1 ppb
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